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Step Job Scope MN DY Safety and Additional Information

i ASSIST MAINTENANCE WITH INSTALLING THE NEW 2 1 USE APPROPRIATE CAUTION DURING
MEGAWATT TNANSDUCERS IN THE BI-POLE INSTALLATION OF THE TRANSDUCERS.
CONTROLS.
****************************************** CHECK THE CT CIRCUITS BEFORE STARTING THE
JOB SCOPE: INSTALLATION PROCESS.

i. ASSIST MAINTENANCE WITH INSTALLING
THE NEW MEGAWATT TP~ANSDUCERS IN THE
BI-POLE CONTROLS.

2. COMPLETE THE SETUP OF THE BI-POLE
CONTROLS TO OPERATE CORRECTLY WITH THE NEW
TRANSDUCERS.

3. NOTE ON THIS WORK ORDER ALL PROBLEMS
FOUND AND CORRECTIVE ACTION TAKEN.
******************************************

Failure Code:

Signature     :

Signature    :

** Delay Codes Legend **
W=Whse    C=CrSp    T=Tag    TL=Tool P=Plan

** Record Time Daily ** Delays
Emp NO Date Hours Code/Hrs

** IMPORTANT NOTICE **
YOU ARE RESPONSIBLE FOR YOUR OWN SAFETY AND MUST
ENSURE THAT THE REQUIRED PPE    IS WORN FOR EVERY
JOB YOU ARE DOING.        IF YOU HAVE ANY QUESTIONS
CONCERNING THE WORK RULES,    SAFETY CODES,    OR
REQUIRED PPE,    PLEASE CONTACT YOUR SUPERVISOR.
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